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OCCUPANCY CLASSIFICATIONS: AMBULATORY HEALTH CARE BY LSC 2009
. INSTITUTIONAL GROUP 1-1 BY IBC 2009
NEW ADDITION TO EXISTING HEALTH CARE OCCUPANCY
EXISTING HEALTH CARE OCCUPANCY IS IN COMPLIANCE
WITH LIFE SAFETY CODE, CHAPTER 19.
OCCUPANCY LOAD (TABLE 7.3.1.2) 100 gross sf/occupant (AMBULATORY HEALTH CARE)
THIRD & FOURTH FLOORS 9480 sf/100 = 95 OCCUPANTS
CONSTRUCTION TYPE (TABLE 18.1.6.1 LSC):  TYPE 1 (332):; TYPE 1A IBC
i ALLOWABLE HEIGHT (TABLE 503 IBC 2009): UL
ALLOWABLE AREA (TABLE 503 IBC 2009): UL
REQUIRED RATINGS (TABLE A.8.2.1.2):
82 (B) BEARING WALLS 3 HOURS
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| | | | | | | | . . FLOOR CONSTRUCTION 2 HOURS
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[ (- (- [ [ [ [ [ [ Lo
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—— | N e — e e a—————e e — S— — e — _{D FGRESS WIDTH (7.3.3.1)
5 - ‘ —H e = - - H - - T i — T 1 - STAIRS 0.3 INCH/OCCUPANT SERVED 0.3"x95 = 28.5” REQUIRED <96” AVAILABLE
| N | O s 1 R | | | | X@ OTHER 0.2 INCH/OCCUPANT SERVED 0.2"x95 = 19.0” REQUIRED <68” AVAILABLE
|
oL % I us 3 Us 2 . 453 [({f[] PROC. | |[CLEAN UTIL||SOIL HOLD|| READING || READING || READING || READING || READING || READING . - —-—- —@ EXIT TRAVEL DISTANCE (18.2.6.2.1) 200 FT
o _ [451] [450] || [448 448 447 446 445 444 443 3 COMMON PATH OF TRAVEL (18.2.5.3) 100 FT
| o | N | CORRIDOR WIDTH (18.2.3.5) 6 FT
\ DOOR WIDTH (18.3.7.6) 32 N
| i | DEAD END CORRIDOR (18.2.5.2) 30 FT
VERTICAL EXIT ENCLOSURE (7.1.3.2.1) 2 HR.
° ' ! | ' ' 0 BT ' MINIMUM EXIT PER FLOOR (18.2.4) 2
2] 149 FT 70 H A e d MINIMUM STAIR WIDTH (TABLE 7.2.2.2.1.2(b)) 44 N
3 - I L e —————— 1
- “F?ﬂj = N -—————) OTHER:
| ! POSITIVE LATCHING AT CORRIDOR DOORS (18.3.6.3.5)
[ N STAFF_BRFAK
M [432 NOTE:
| i PROVIDE THE FOLLOWING UL RATINGS:
FLOOR ASSEMBLIES (D858) 3 HOURS
L ! - —@ BEAMS (N823) 3 HOURS
) | | COLUMNS (X829) 3 HOURS
|
EXIT CAPACITY 160 PROVIDE SPRAY FIREPROOFING ON COLS, BEAMS, AND DECKING
ml ] | AT BASMENT LEVEL TO ACHIEVE REQ’D RATING. FIREPROOFING NOT REQ'D ON HSS
U HD -> AT WDW HEADS AND SILLS.
] I
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